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5D LNTDIV 9-4730/6 (Rev. 8/68)
Boiler Inspection Addendum to NAVFAC 9-11014/41

ACTIVI TY:

DATE: Ii June 1982:.

Marine Corps Base Camp LeJeune, North Carolina

BUILDING NO : 215 BOILE NO :[ 70
Based On the existing condition and present rate of deterioration,
is estimated that the boiler has a remaining life of

__/ 5 or more years

The following corrective action isrecommended:

The below listed boilers located in the Stone Bay Area

have been on dr7 l,ay up, for about Ii years. The last

inspection shows that the boilers have been cannibalized

for parts o be used on other units. Burners assemble,

pressure gages, low water cutoff or floats and valves are

missing. The outer casings are deteriorated.

In view of the above information, it is requested that the

following boilers be surveyed and removed from the llst of

boilers at Camp LeJeune.

Building # Boiler
RR-211
RR-212 68
RR-213 69
RR-215 70
RR-216 71
R-217 72
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