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FACILITIES CONTROL INSPECTION REPORT
MCBCL 11100/1

Category Code
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FACILITIES CONTROL INSPI=(
MGBCL 11100/2

REPORT (ELECTRICAL)

CATEGORY CODE N’N’-CTO,R
..z ,,,/ /’)’/,’VT;,""-

DEFICIENCY DESCRIPTION

REPLACE AMP SERVICE

REPLACE AMP DISCONNECT

REPLACE AMP CIRCUIT PANEL

REPLACE CONDUIT

REPLACE ROMEX

REPLACE INCANDESCENT LIGHTS

REPLACE FLUORESCENT LIGHTS

INSTALL INCANDESCENT LIGHTS

CORRECT SUB-STANDARD WIRING

HR LBR $ MAT $ TOTAL





FACILITIES
MCBCL 11100/3

FACILITY NO.

CONTROL INSPE REPORT (MECHANICAL)

CATEGORY CODE 1 INSPECTOR
)/ /
DEFICIENCY DESCRIPTION

Replace condensate return lines throughout building

Replace steam lines throughout building

Replace piping in pit Steam Reducing Station

Replace reducing valve, temperature regulator valve
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Replace radiator, heating coil, unit heater --rO. )3<)a

Replace h water nk, insntanul hot water heater

Replace commode, urinal, lavatory, deep sink

Replace shower stll, miing valves, spigot

Replace stand trap, floor drain concrete deck

Replace "P" trap, supply line, supply valve

Replace sewer line, hot water line, cold water line

Replace insulation, st6am line, hot water llne, cold llne

Replace cooling tower with package air conditioning unit

Replace air conditioning compressor, condenser/coil




