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ALL MATERIAL RESULTING FROM DEI’4OLITION WORK EXCEPT
AS INDICATED OR SPECIFIED OTHERWISE SHALL 9ECOME
THE PROPERTY OF THE CONTRACTOR AND SHALL BE
LEGALLY [SPOSD.

_i TITLE SHEETIT 15 THE" INTENTION OF THESE DRAWINGS TO DELINEATE 1272G]
TRE COPE OF WORK AND TO DESCRIBE EXISTING CON- 4]]22 222 SIIE PLAN
DITION5. DIMENSIONS GLVEN ARE APPROXITE AND IT
IS THE RESPONSIBILITY OF T CONTRACTOR TO VERIFY A-I (7G 2- HOSPITAL CRAWL
GIVEN INFORTION IN THE FIELD. "PAEE

HOSPITAL 1ST FLTHE LOCATION EXISTING UILITIES AS SHOWN IS A-2 i72T
BASED ON DATA FROM VARIOUS NAVFAC DRAWING S,
IS THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY "A-
LOCATIONS PRIOR TO BEGINNING WORK. IZ C25 HOSPITAL 2ND FL

’REHDVE ALL BUILDING CONSTRUCTION INCLUDING FOUNDA-

TIONS AND SITE ENITIES WITHIN THE JOB SITE I2?$G -2 HOSPITAL ELEVS

"H-J5
DEFINED ON SHEET C-I. BOUNDARIE Y VARY SOME-

REMOVE ALL ASBESTOS TERIAL CONTAINED WITHIN JOB
SITE. THE CONTCTOR SHALL BASE HIS BID ON QUANTI- A-6 PHOTOGRAPHS

TIES AS INDICTED ON SHEETS A-I, A-2 AND A-3. 22 - 20 H-78, H-B4,
qUANTITIES AS LISTED ITHIN ARE BASED ON ACTUAL SH-1DS,
FIELD SURVEY WDRK AND ARE APPROXIMATE AND HAY VARY H-t]9,
WITHIN lfl& TOLERANCE.

PHOTOGRAPHS ARE INTENDED TO SHOR TYPICAL AREAS

ENTIRE dOB SITE IS TO BE FILLED, GDED FLUSH IYITP
EXISTING GOE5 ANO

IDPICH IMARINE CORPS CAMPJEUNE NORTH CAROLINA
,,o,..,,, =.,= DEMOLITION OF VARIOUS
+" BUILDINGS :E FACILITIES

’-- TITLE SHEET
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LEGEND

PHOTOGRAPH TAKEN FROM

CONSTRUCTIO NOTE

LIMITS JOB SITE

WORK INCLUDES:

H-IS FAMILY HOSPITAL
H-2O HEATING PLANT
H-77 STAND-BY GENERATOR PLANT
H-78 INCINERATOR
H-8 PUBLIC WORKS STORAGE
SH-10S OXYGEN PLATFORM
H-118 OIL TANK, HEATING
H-119 OIL TANK, HEATING

HTITI OIL’TANK, GENERATOR J
J

CONSTRUCTION NOTES. DISCONNECT CONDUCTORS TRANSFORMER. gUT OUT SPLICES
HANMOLE SERVING TRANSFORMER. PROVIDE SECTION NEW CABLE

SPLICE FOR SECTIONS CABLE TO REMAIN MANHOLE.
PATCH HOLE IN MANHOLE (WHERE CABLE IS REMOVED) CONCRETE.

DUCT BANK TRANSFORHER AND ABANDON DUCT BANK IN PEACE.
BE6 SITE PLAN QUANTITY SIZE CONDUCTORS.

Q PROVIDE 25 KVA, PHASE 200V TO II0/24dV PAD MOUNTED EXTERIOR
TRANSFORMER. REMOVE EXISTING SECONDARy CONDUCTORS FROM
TRANSFORMER LOCATION TO’MAIN DISTRIBUTION PANEL. PROVIDE NEW
SECONDARY CONDUCTORS, SIZE AS SHOWN FROM TRANSFORMER SECONDARY
TO MAIN DISTRIBUTION PANEL AND MAKE FINAL CONNECTIONS. (50’ RUN)

SPLICE INTO EXISTING PRIMARY IN EXISTING MANHOLE RUN
CONDUCTORS IN 2" PVC WAY DUCT BANK TO NEW TRANSFORMER. CONNECT

CONDUCTORS TO PRIMARY SIDE OF TRANSFORHER. SEE
CONDUCTOR SIZES.
CUT AND PATCH BITUMINOUS PAVEMENT AND CONCRETE SIDEWALK
INSTALLATION OF NEW DUCT BANK. SEE DETAIL SHEET C-1.

Q COORDINATE WITH TELEPHONE HAVE REMOVE TELEPHONE
CABLE UNDERGROUND TELEPHONE CONDUIT. (CALL
OR 919/51-2942) CUT TELEPHONE DUCT FEET PROH BUILDING
AND SEAL END CON MANHOLE S[DE) WITH CONCRETE THOROUGHLY

REtIOVE DISPOSE TRANSFORMER. SPECIFICATIONS
TAINING DISPOSAL TRANSFORMER CONTAINING PCB’S.

C.H. OFF MAIN VALVE. CUT C.I. WATER LINE S’ FROMCUT
EXISTING BUILDING EXTERIOR WALL AND CAP WITH 175 PSl MECHANICAL
TYPE COUPLING CAST ]ROH PLUG.

SEWER LINES: VITRIFIED CLAY SEWER LINE FROM EXISTING
BUILDING CAP WITH MECHANICAL TYPE COUPLING AND PLUG,

REMOVE UNDERGROUND FUEL STORAGE TANKS 1S,0B0 GALLON CAPACITY
EACH. GOV’T. SHALL REMOVE FUEL TANKS PRIOR TO TANK
REMOVAL. REMOVE ABOVEGROUND FUEL GAUGE FOR TANKS, BACKFILL
HOLE AND COMPACT EARTH.

DEMOLISH PIPE TUNNEL RUNNING FROM STORAGE BLDG.
H-20, BACKFILL COMPACT EARTH

REMOVE FUEL STORAGE TANK 000 GALLON CAPACITY.
GOV’T. SHALL REMOVE FUEL FROM PIO TO TANK REMOVAL. BACK-
FILL HOLE AND EARTH.

DISCONNECT CONDENSATE LINES SERVING BUILD]NG H-J5
INSIDE MANHOLE ON BUILDING SIDE SHUTOFF VALVES. LEAVE VALVE
IN PLACE AND REMOVE PIPE BACK TO THE POINT WHERE IT LEAVES
HOLE AND CAP OFF WELDING AN END CAP ON THE PIPE MANHOLE
WALL. ABANDON REMAINDER UNDERGROUND STEAM CONDENSATE
LINES PLACE.

STEAM AND CONDENSATE LINES BUILDING H-2DDISCONNECT SERVIN
MANHOLE ON BUILDING SIDE OF SHUTOFF VALVES. LEAVE VALVES

IN PLACE REMOVE P]PE BACK TO THE POINT WHERE LEAVES
HOLE PiPE ANHOLE
WALL. ABANDON UNDERGROUND CONDENSATE
LINES PLACE.

PROVIDE CHAIN FENCE (APPROX. 37’-0"+/-) AFTER DEMOLITION
OF BUILDING TO COHPLETE THE ENCLOSURE OF EXISTING FENCED IN SUB
STATION ADJACENT TO M-20. HEIGHT NEW FENCE EXISTIN,

GENERAL NOTE:

REMOVE ALL FEEDERS BACK TO NEAREST HANHOLE APPROPRIATE
TERMINATION POINT AND EMPTY CONDUIT/DUCT FOR POSSIBLE
FUTURE USE. &PPRODR!TE TERMINATION HETHODS FORPOWER
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REVISIONS

25 SD S1

26

27

CRR\V!__
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LEGEND:

STEAM L|NE

CONDENSATE RE IRN (INSULATED ONLY)

WATER LINE NU’,ER OF INSULATED PIPES)

BUILD]fIG H-15: FAMILY ]SPlIAL

SU,YARY OF ASBESTOS HBULATED PIP

Length of Insulate pipe, feet

Floor Concea d Tota{

East Crawl Space ]395 0 135

First 62B 664 I192

Second/Attic 126 ]Sg 315

West Craw1 space 1863 1863

Firs 157 61E 775

Second/Attic 26] 150 41]

fforth Erawl sp3ce 1106 !]06

first 345

Second;Attic 155 ]55

Total Crawl spac 4364 435

first- 1030 Ig]5 304g

Second/Attic 387 494 546

TOIAL BLDG 5781 2409 BIgD

NOT5

2902- East wing

3049-hles’L ing

2239- tbrth wing

]. THE CONTRACTOR SHALL BASE HIS BID THE REI’,L OF TNE ABOVE
qUANTiTIES OF ASBESTOS INSULATION E. LF’.G’TH5 INDICATED ARE
BASED ON FILD SURVEY WORK AND ARE .p..tMATE TO WITHIN 1B
TOLERANCE.

2. REMOVE AND DISPOSE ASBESTOS ]’;d’ &TION OF AIR DUCTS
AND QUANTIT]S G]VH. ..."
5. BEMOVE AND DISPOS OF ".L ASBES DEBRIS LOCATD IN CRAWL

SPACE. CONTRACTOR ;IALL BASE EID ON 150 S.F. OF

ASBESTOS DEBRIS.

h. E FIRST 5ECON FLOOR PLANS FDR DIMEN-
SIONS.

102
5. FIRST FLOOR ELEVA :ON ]5 5’-0" ABOV GRADE.

’,/ tE5TSUMMJ

STEAN CONDENSATE ATER

101

IDO

41

WING LINE5 RETURN LIRES

EAST L!2l 86 883

WEST 692 2 1039

NORTH 420 126 560

TOTAL 1538 3q4 2482

LNG’TP t:11, JCT5

15’ 2--’ IIFT.

:3715 BESON DRIVE
RALEIGH, N.C. Zf609 ..oATLA NT!C DIVISION

MARINE CORPS CAMPLEJEUNE NORTH CAROLINA

DEMOLITION OF VARIOUS
BUILDINGS FACILITIES
FAMILY HOSPITAL’ CRAWLSPACE H-15





109

!09

lID

115

116

lIE

117

119

120

122

125

125

128

I2

i6

7

l0

I5
:lq6

147

148

4

FIRST FLOOR

ROOM EXPOSED PIPE
NO. AT CEILING FT LENGTH FT

103 12

10

70 24

_22

6

20

11 2q

iI

2

ll 2

2

2

2

2

2

52

2

12

12

CONCEALED PIPE (PC PIPE CHASE, WALL
HMF] HOLE HADE FOR INSPECTION

31

109

3B

LOCATION OTHER INFORI,AT1ON

PC, SW CORNE IN PHONE BOOTH

PC S WALL HFI

PC.NE CORNER HFI

DISHWASHER

SINK

SINKS

Cc: NT,

671Z

2

15

10

2h

PC CORNER

PC, NE CORNER

PE CORNER

ABANDONED SINK

LINES TO 2N FL.

LINES TO 2GO FL.

SINK

COOKER IN HALL

HHFI

PIPES ABOVE CLG.

AEOVE CEILING HdqFI

WALL STERILIZER

ABOVE CEILING

PC, NW CORNER

E HALL BLANKET ARMER,
ASPIRATOR

ABOVE CEILING /.HU HHFI

ABOVE CEILING HHFI

W HAL

l/ALL, CLOSET

PC, SE CORNER

SIN, TOILET
SHOHER

C-’TH
F-TIEHT

.t

PATIKT

NOTE

THE.CONTRACTOR SHALL BASE HIS BID ON THE R4OVAL OF THE ABOVE
qUtIES OP ASBESTOS INSULATION PIPE ND AIR BUCT. LENGTHS
INDICATED ARE BASED ON FIELD SURVEY 140RK ND AI:E APPROXImaTE
TO WITHIN 10% TOLER.aICE.

2.l

,I

’5-’- Oz

LEGERD:. r-] ROO NUMBER .PER DIe,WINGS ;7’: : :

PC PIPE CHASE INK

T -"TOILET U URINAL .
B BATHTUB SH SHOWER

EXP .EXPOSED -.IN ALL "-’’!
A AOVE CEILIIi0 ,.’,! I#ATB r’ODLER

AHU AIR HANDLING I.l!T

NLLHER PRECEDING ABOVE IS LENGTH OF PIFE, FT’

.@

3715 BENSON DRIVE
BALEIGH, N.C.

>’’ I,’ MARINE CORPS CAMPIFJEUNE NORTHCAP, OLINA

DEMOLITION OF VARIOUS
BUILDINGS FACILITIES
FAMILY HOSHTAL FIRST FLOOR. H.I5

TLANTC
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SECOND 855Td;’5 5U,P-,VE’T" INF-,
ROOM EXPOSED PIPE CONCEALED PIPE (PC PIPE CHASE, MALL)
NO. ROOMt-FT LENGTH LOCATION OTHER ]NFORNATICN

200 ]6 SINK, TOILET

01

0

2DB

211

212

2]B/219

220

222

224

225

226 h(AHU)

226

227

230

236

24D

24?

24B

ATTIC

26D

261/262

263

26q

ACCESS DOOR 208

HW/CW PER

IN HALLWAY

ABANDONED 51NK

ABANDONED BATH

ABANOONED S]NK

HW/CN PER

HWICW PER DWG

STERILIZER

SINK

HH/CW PER

ACCESS IN 239

STERILIZER

ACCESS IN 2S

HWICW PER

HW/C; PER DWG

HW/CW PE

SINK TOILET

SINK

SINK TDILE
BATHTUB

PC, NW CORNER

SINK, TOILET
SHOWER

O CLOSET

WATER COOLER

E WALL

4 SINK

4 SINK

4 SINK

16 SINK TOILET
SHOWER

SINK

WALL

BO H WALL

1B SINK, TOILET

SW WALL

NE WALL

SINK

tB SINK, TOILET

SINK TOILET

BATHTUB

4 SINK

5 5W WALL

SINK g’TOILET

5 BATHTUB

BO CLOSET

o CLOSET

16 S]NK TOILET
g SOVER

30 CLOSET

16 SINK, TOILET

SIN (2)

26S

256

269

271

271

274

A1-TIO-W

ATTIC-C

PENT-
HOUSE

7

SINK

WALL STERILIZER

4 BLANKET IARMER
ASPIRATOR

20 WINDOW OR HEATING PIPE

SW CORNE PIPES EXPOSED
WALL

SINK TOILET

HATER COOLER IN IIALL (NO
CLOSET)

SINK

W I/ALL STERILIZER

30 CLOSET HW/CH PER DWG

16 SINK, TOILET
SHOWER

50 END AHU

52 CENTER AHU

BO SIDE LEHOTH OF WING
TO AHU

NOTE

IN ITTI(

(C)

uTI L |_T T.

All t 1

."4

5W

PAT(EkLT

LINEN

F.__.

-’ C

LEGE[.ID: r] Room NUi’IBER PE= DRAWINGS

PC PiPE C.,ASF

T TOILET U -UR;NAL

B BT;iTUi:] :H SHOWER

EXP EX.OSED W- IN ’ALL

AC ABOVE CEILIRC C HATER CODLER

AHU AIR HANDLING U T

IIUMBER PRECEDING ABOVE IS LE 3TH OF PIPE FT

ASBESTOS-LINED A: DUCT IN CEILING

NOTE: DEBRIS FROH ORJTINAL ASBESTOS AIR

DUCTS THROUGHOUT ATT]’: IN THI’S

J

A4
ATLANTIC DIVISION

MARINE CORPS CAMPLEJEUNE NORTH CAROLINA

DEMOLITION OF VARIOUS
BUILDINGS E FACILITIES
F1LY HOSPITAL" SECOND FLOOR" H,15

7-’:-





REVISIONS
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OUT-i-4

NOFR-T-td ELEVATION

3715 BENSON DRIVE ATLANTIC BIVISION
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 LEX/RTIOiq

WESq 
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UILDING H-20: HEATING PLANT

SBESTOS INSULATED PiP[

rrsulaion Length

r Dimeter in Thickness in

Small 21/2 3#’ 304

ediul. lh 672

Large ]D ]OZ

Host prevalent thickness is inch To:al: IDTB

DTHER ABESTOS ISULATEB ITB,IS

Insulation
]tm Dimensions Thickness in

Boilers {3) 17 ft long 104 in dia 3

De-aerator 5 in long 54 in ide 2}
heater BD in high

Tnk above 42 in IDng 3D in dia
de-aera[or

heater

IIot water tank 5B in dla 12 ft lent

Insulation
Volume, ft-

135 each

405 total

14

30

Total: 474 ft

NOTE

THE CONTRACTOR SHALL BASE HIS BID ON THE REMOVAL OF THB ABOVE

QUANTITIES OF ASBESIOS INSULATION PIPE. LENGTHS INDICATED ARE

BASED ON FIELD SURVEY WBRK AND ARE APPROXIFTE TO WITHIN
TOLER/NCE.

IEVISlON$

3715 BENSON DRIVE
RALEIGH N.C. 27609

OFFICER iN

FOP, EFD FOR COMM,ANDER NAVFAC

ATLAI’.!T!C DIVISION
MARINE CORPS CAM’PLJEUNE NORTH CAROLINA

DEMOLITION OF VARIOUS
BUILDINGS FACILITIES

HEATING PLANT FLAI ELEVATIONS H-2
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