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NOTES:

LEGEND

WATER LINES EXISTING AND FIELD VERIFIED

WATER LINES, FUTURE OR NOT FIELD VERIFIED

BACKWASH LINES, EXISTING AND FIELD VERIFIEO

BACKWASH LINES, FUTURE OR NOT FIELD VERIFIED

CHEMICAL LINES EXISTING AND FIELD VERIFIED

CHEMICAL LINES FUTURE

PUMP NO. 7

VALVE NO. 6

GATE VALVE

GHECK VALVE

OR NOT FIELD VERIFIED

PLUG VALVE

BUTTERFLY VALVE

GLOria. vALVE

BALL VALVE I
ANGLE VALVE
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EDUCTOR

SIDE OUT SEATED VALVE

REDUCER

MOTOR" CONTROL VALVE

HYDRAULIC CONTROL VALVE

PNEUMATIC CONTROL VALVE

METER

RATE OF FLOW CONTROLLER

ALTITUDE VALVE

BACK PRESSURE CONTROL VALVE

SIGHT GLASS AIR GAP

PRESSURE GAGE

AIR RELEASE VALVE

DIRECTION OF FLOW
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